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ABSTRACT

A computer aided data acquisition system wes utilized

in the study of the effect of mass flow on exhaust stack

eductor performance. Pressure and temperature data was

acquired via a Hewlett-Packard data scanner and a scani-

valve wastutilized to aid in pressure data acquisition.

Verification runs were conducted on a previously tested

model with known performance characteristics with

favorable results.

Model diffuser ring geometry was altered to enhance

film cooling and avoid local hot spots noticed in previous

research. Uptake Mach numbers were varied between 0.06

and 0.024. The eductor pumping coefficient was found to

increase from 0.6 to 0.69 respectively. Shroud and diffuser

ring temperatures varied slightly with Mach number, however

temperatures noticed were lower than those reported earlier

due to the increased performance of the eductor.
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I. !NTRODUCTION
/

The advent of the marine gas turbine provided surface ships

a propulsion plant offering mechanical reliability and flexi-

bility of operation not found in conventional steam plants.

Several problems, however, have been afforded the surface

vessel via this technology. Mass flow rates four to five

times their steam counterpart and exhaust temperatures in

the vicinity of 950 F have~created considerable interest

and subsequent research.

Significant research conducted at the Naval Postgraduate

School has proved the effectiveness of the multiply-shrouded

eductor system in reducing exhaust temperatures. This is of

extreme interest in an at sea environment of IR (infra-red)

technology. These eductors induce secondary and tertiary

air under turbulent conditions into the primary flow. Sig-

nificant temperature reductions have been realized utilizing

this technique and, notably, without unacceptable engine per-

formance degradation.

This research will continue to investigate design improve-

ments to eductor geometry and also investigate the effect of

primary mass flow upon eductor performance. These two objec-

tives, along with the utilization of a computer aided data

acquisition system are the salient features of this research.
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II. BACKGROUND

Charwat [Ref. 1] at the University of California at Los

Angeles provided a solid wall mixing stack gas eductor design

for incorporation in the DD-963 class design. The solid wall

design relied on the length of the mixing stack for total

mixing. In 1976 research began at the Naval Postgraduate

School. Initial investigations determined the effect of

various parameters on the performance of the gas eductor.

Eductor size and weight reduction and performance improve-

ment have been the primary objectives of subsequent research.

A. NAVAL POSTGRADUATE TEST FACILITIES

Two test facilities exist at the Naval Postgraduate

School. The "cold flow" facility affords timely evaluation

of varied eductor configurations due to relatively low temper-

atures allowing ease in model fabrication and data collection.

Models are tested under actual operating conditions at

the "hot flow" facility. This facility can verify cold flow

data as well as provide essential data on exhaust tempera-

tures and mixing stack surface (film) temperatures.

B. INITIAL RESEARCH

Pucci [Ref. 2] developed a one dimensional gas eductor

model. Utilizing this model, Ellin [Ref. 3] verified a

17

.... ... .... .f ...- . . ... _ .. _.... ........... _. .";':- . .. , - _ _- ... - . ...



correlation existing between dimensionless groupings repre-

senting pressure depression in and induced flow from an

eductor's secondary environment.

Moss [Ref. 4] and Harrell [Ref. 5] followed Ellin's work

on the cold flow facility. In order to accurately verify the

relationship determined by Ellin, it was recommended that

actual operating conditions were essential for complete test-

ing of eductor models. Ross [Ref. 6] subsequently completed

the construction, calibration, and test verification of the

hot flow test facility. Initial hot flow testing was accom-

plished by Welch [Ref. 7] utilizing a 4 nozzle, solid walled

mixing stack eductor.

C. SUBSEQUENT RESEARCH

Initial research highlighted significant pressure depres-

sion within the length of the solid walled mixing stack. It

was hypothesized that the introduction of tertiary air along

the mixing stack would enhance film cooling effects on eductor

surface temperatures.

The use of cooling ports along the mixing stack and the

shroud around the mixing stack was first investigated by

Staehli and Lemke [Ref. 8]. Hill [Ref. 9] tested a slotted

mixing stack under actual operating conditions. Excellent

hot flow results using multiply shrouded eductors were re-

ported by Eick [Ref. 10] and Kavalis [Ref. 11]. Staples [Ref.

12] confirmed research conducted by Pritchard [Ref. 13] and

additionally examined the effects of turbulent cross flow on

eductor performance.

18
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D. CURRENT RESEARCH

Previous researchers collected all temperature and pres-

sure data at the hot flow facility manually without the util-

ization of computer technology. Consequently a computer

aided data acquisition system was designed, programmed, and

implemented at the facility. Utilizing Staples' Model A

Modified [Ref. 121 testing and verification of the data

collection system was accomplished. The model was further

modified and the effect of primary air flow variance simul-

ating varying engine exhaust conditions was investigated.

19
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III. THEORY AND MODELING

Simplicity is the major benefit of an eductor, no matter

what its' application. The ability of a jet of primary

fluid to pump secondary fluid has been proven time after

time in eductor design. Lacking moving parts, the eductor

is a maintenance luxury. This very fact lends the eductor

to application in marine gas turbine exhaust stacks, which

are normally not readily accessible during engine operations.

Hot primary fluid pumps cooler secondary fluid, and in some

cases, tertiary fluid, achieving noticeably lower exhaust

temperatures.

In this and previous research Mach number similitude

has been chosen between model and prototype. Non-dimension-

alization of eductor performance parameters has facilitated

comparative research and is therefore utilized in this

research. A one-dimensional analysis of the simple eductor

equation reveals all coefficients utilized.

A. MODELING TECHNIQUE

Prior research has proven that the air flow in the mixing

stack of the model is turbulent with Reynolds' number greater
S

than 10 Viscous forces are consequently overshadowed by

kinetic and internal energy terms and shear interaction is

dominated by momentum exchange. Mach number, therefore, can

20
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be shown to exist as the prominent parameter vice Reynolds'

number and is chosen as an accurate correlation between

model and prototype.

B. ONE DIMENSIONAL ANALYSIS OF A SIMPLE EDUCTOR

One analysis technique, inherently complex, of an eductor

concerns itself with the mixing of primary and secondary air

internal to the mixing stack. A simpler analysis ignores

this mixing and has been completely outlined in [Ref. 2]

and [Ref. 3]. A repetitive detailed derivation is not con-

sidered prudent, hence only assumptions and parameters will

be discussed. Simultaneous solution of the equations of

continuity, energy, and momentum coupled with the equations

of state allow analysis of the simple eductor system shown

schematically in (Fig. 1).

Simplifying idealizations are as follows:

1) Steady and incompressible flow exists within the

mixing stack.

2) Uniform static pressure exists across the entrance

and exit planes.

3) Flow from the tertiary plenum to the minimum area

at Section 2 is isentropic, with irreversible adiabatic

mixing between Sections 2 and 3.

4) Adiabatic flow exists throughout the eductor with

isentropic flow of the secondary stream from Section 0 to

Section 1 and irreversible adiabatic mixing of the primary

and secondary streams occurring within the mixing stack.

21
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S) At Section 1 the primary flow velocity U andp
temperature T is uniform across the stream as is the

secondary flow velocity U and temperature ' however U

and U are not equal and neither are T and Ts.
p 

.'

6) Primary and secondary flows behave as perfect gases.

7) At Section 2 an average mixing velocity, Ux, and

temperature, Tx, exist.

8) A non-dimensional momentum correction factor, Km,

relating the actual momentum rate to the pseudo-rate and a

non-dimensional kinetic energy correction factor, Ke, relating

the actual kinetic energy to the pseudo-rate, both of which

are based on the bulk average velocity and density, account

for the incomplete mixing of primary, secondary, and tertiary

air within the mixing stack.

9) Gravitational potential energy variations are neglected.

10) The bulk average flow velocity, Um, and the mixing

stack wall area A, serve as the basis for the conventional

pipe friction factor term which accounts for wall friction

within the mixing stack.

11) Pressure changes Pos to PI' P0  to P2 ' P1 to P2 1 and

P? to P3 ( =P, ) are small compared with static pressure, so

that gas density is essentially dependent upon temperature

and atmospheric pressure.

The following parameters, specified by Staples [Ref. 121,

are reiterated here for simplicity, as they will be utilized

in the ensuing explanation.

22
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Af/Am ratio of primary flow area to mixing stack
cross section area

Aw/A m  ratio of wall friction area to mixing stack
cross section area

K primary mixing momentum correction factor
- p

K mixed flow momentum correction factorm

f wall friction factor

Continuity and the conservation of mass principle yields

(ref. Fig.I.)

UA + (eqn 3.1)

and defining: WM TMMAIm

Ws = p3 04 A

(eqn 3.2)

i W+~ U+~ At

Combining eqn (3.1) and (3.2) and utilizing assumptions

(2) and (5) above the bulk average velocity at the mixing

stack, Um, is

-
=  -4 W+'4 Wp (eqn 3.3)

? AM

A is fixed by geometry and
M

? -RTM (eqn 3.4)

I4
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where Tm is the bulk average temperature calculated from

equation (3.11). Fluid mechanics reveals the momentum

equation derived from Newton's Laws and is the conventional

force and momentum-balance equation.

___U) ( -U) W-U A WW"s ___ ___ (q

The primary mixing momentum correction factor, Kp, is

defined similarly to Km (eqn 3.6), and utilizing idealization

(5), is set equal to unity. It is included here for purposes

of completeness only. The mixing stack exit momentum correc-

tion factor is defined by the relation

ArA

uM JU j&A (eqn 3.b)

where U, is defined by equation (3.3). Utilizing idealization

(10), the wall skin friction force, F fr' is related to the

flow stream by

F .Aw ,4 ) (eqn 3.7)

Defining the Reynold's Number as

Re= , UM [3(eqn 3.8) -..Re 4 Am:.

24
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the friction factor for turbulent can be calculated as

-o.
f O.046(RM) (eqn 3.9)

Applying idealization (9) and the conservation of energy

principle to the steady flow system in the mixing stack,

wph~) w-yUL(+-- = , ( y W Kea (UW eqn 3.10)

where, K the kinetic energy correction factor is defined as' el

Am
_ .5 Z , LA (eqn 3.11)

It may be demonstrated that the kinetic energy terms may be

neglected in the evaluation of the mixed mean flow temperature,

i' to yield

+ h (eqn 3.12)

where Tm = (hm) only, using idealization (o).

The energy equation for the isentropic secondary air flow

from the plenum to the mixing stack entrance reduces to

Sp,,s-p~_~ (eqn 3.13)

9C.
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and similarly, for the tertiary air flow the energy equation

becomes

____ -R. U

(eqn 3.14)9C.:

Combining these few equations yields the vacuum produced

by the eductor in the secondary or tertiary plenums. Again

referring to Figure 1, the secondary plenum vacuum is

- + + - (eqn 3.15)

and the tertiary plenum vacuum is

factor aKmt (eqn 3.16)

where the primary flow is now defined as the sum of the pri- ..

mary and secondary flows and K2 is the momentum correction

factor at Section 2.

C. NON-DIMENSIONAL FORM OF THE SIMPLE EDUCTOR EQUATION

Equations (3.15) and (3.16) have been normalized utilizing

the following parameters to achieve satisfaction of the cri-

teria of geometrically similar flows.

* a pressure coefficient comparing
= the secondary flow pumped head

(Pa-Pos) to theprimary flow
C driving head (Uj/2gc )
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PF.- Pot
Nt a pressure coefficient compariigp -- ____ the tertiary flow pumped head

t (Pa-Pot) to the primary flow
driving head (Up/ 2 g c )

_ WS secondary to primary mass flow
-- WP rate ratio

W4. wtertiary to primary mass flow

--- Wr rate ratio

TI - T secondary to primary absolute
Tp temperature ratio

TiL tertiary to primary absolute
-TE temperature ratio

secondary to primary flow density
ratio. Since the fluids are
modeled as perfect gases,

.TS 
*

tertiary to primary flow density
= S~t ratio. Again, due to the perfect

gas theory,

t

= secondary flow area to primary
Ar flow area ratio

At tertiary flow area to primary
Ap flow area ratio

Equations (3.15) and (3.16) may now be written non-dimensional

form.
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6+P% Ap AA t t+WA
T, An Am - 2 (eqn 3.17)

where

{ Aw
-- KM 2 Am (eqn 3.18)

This may be rewritten as

_ C, W, T + C T; (eqn 3.19)

where

Am Am (eqn 3.20)

c" AM (eqn 3.21)

CB- [7# (eqn 5.2}

4 At

Previous research has utilized two additiona! ;,iara-,teis

to corrolate static pressure distribution al(n0 th, IcngtF, ft

the mixing stack.

X/D axial distance from the mixing
stack entrance t(, mix nrT. Stac.-
diameter rat io

28-.
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PMS secondary flow pumping head
(PMS/9) to the primary flow

PmS* ? driving head (U2/g c ) ratio,
S* UP where PMS = static pressure

along the mixing stack length

D. EXPERIMENTAL CORRELATION

Ellin [Ref. 33 and Moss [Ref. 4] confirmed that the corre-

lation of P*, T*, and W* is of the form

P =/T* W* Tk*n (eqn 3.24)

Ellin gives the detail of this formulation as well as

determining a numeric value of 0.44 for n. Utilizing the

equation and plotting P*/T* as a function of h*T"**  experi-

mental data is reduced yielding the gas eductor's character-

istic pumping curve. Using Figure 38 as an example, data in

region I is taken with the majority of the ASME nozzles closed.

As more of the nozzles are opened region 2 is entered where

approximately half of the nozzles are open. In region 3 the

model is open to the atmosphere and data scatter increased.

Using the data taken in regions 1, 2, and 3 and assuming that

the model characteristics will not vary the point of zero

intercept is extrapolated (point 4). At this point the actual

operating point of the shipboard eductor is reached. The

pumping coefficient is here in defined as this intercept,

i.e., the value of W*T**, 4 4 when P*/T* equals zero.
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IV. EXPERIMENTAL APPARATUS

Ross [Ref. 6] designed, procured, and installed the hot

flow facility utilized in this and previous research. Com-

bustion air is supplied by a three stage Carrier Centrifugal

Air Compressor located in building 230 of the Naval Postgraduate

School Annex. The actual combustion gas generator and test

facility is located in building 249. Appendix B details

instructions for safe and proper operation of the compressor

and gas generator.

A. COMBUSTOR AIR PATH

Compressed air is piped underground from the compressor

in building 230 to the inlet of the test facility. The air

enters via an eight inch vertical standpipe (Fig. 13) con-

taining a butterfly valve, normally closed, in parallel

with a remotely operated globe valve. A "T' connection at

the top of this pipe directs the flow to either the ccmbustion

gas generator or to a short section of pipe utilized by the

Aeronautical Engineering Department. An eight to four inch

reducer or entrance nozzle is downstream of the "T", located

just before the burner section. The flow characteristics

of this non-standard nozzle were determined by Staples [Ref.

12]. A linear relation between pressure produce and mass

flow rate of air was determined. The data collected by
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Staples is presented in Table VII and shown graphically in

Figure 35. Flowing through a manual isolation valve, the

air then enters a splitter section.

In the splitter section air is either sent to the com-

bustor section or directly to the mixing section. The -

amount of air flow sent in either direction is controlled

by the motor operated burner air control valve and the motor

operated cooling air bypass valve respectively. The flow

characteristics of the U-tube leading to the combustor section

were determined by Ross and are listed in [Ref. 6]. A swirl

is physically introduced to the cooling air inside the nozzle

box to counter that produced by the nozzle. Hot gases from

the combustion section enter the mixing section via the

burner nozzles and the resulting counter-rotating flow pro-

duces rapid and efficient mixing. A flow straightener and

an uptake section then deliver the gas to the primary nozzles

and ultimately the atmosphere.

B. FUEL SYSTEM

1. System Description

A 55 gallon drum mounted on an elevating stand (Fig.

21) external to building 24j serves as the system fuel reser-

voir. From this tank fuel flows to a bulkhead isolation

valve inside the building after passing through a tank isola-

tion valve and a sediment collector. Fuel temperature is

measured at the bulkhead isolation valve. A flow measuring
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rotameter and a fuel filter direct the flow to a 24V DC

positive displacement motor driven fuel supply pump. Normal

fuel supply pressure is 14-16 psig.

The supply pump provides suction head to the high

pre-sure fuel pump. An external recirculation line is pro-

vided as the HP pump has no internal bypass. A needle valve

in this recirculation line controls the pump discharge pres-

sure and therefore the burner fuel supply. A system drain

valve and a manual discharge valve are located downstream of

the HP pump (Fig. 23). Piping carries the fuel from the dis-

charge of the HP pump to the combustor inlet solenoid.

2. Fuel Flow Rate Calibration, Measurement, and Control

Fuel flow rate is measured via a Fischer Porter Mode!

10A356SA rotameter. Calibration was accomplished on site

using the fuel supply pump to deliver fuel to a container

of known weight for a specific interval of time. A scale

was used to weigh the "full" container and flow rate cal-

culated. A needle valve was used to control pump discharge.

Rotameter calibration data is listed in Table I. Figure 34

plots the flow rate verses rotameter reading. An HPISC

calculator linear regression scheme resulted in the following

expression

WF = -3.0904 + .4014*ROTA (eqn 4.1)

A fuel control valve located at the control station

is utilized by the operator to select the desired fuel flow

rate. A needle valve located near the HIP pump is installed
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in parallel with the control valve and control valve sensi-

tivity as well as assuring continuous flow through the pump.

Procedures for setting the needle valve are outlined in

Appendix B. When properly adjusted the needle valve allows

operator controled fuel pressure from 80 to 350 psig, accurate

to approximately 5 psig.

C. MEASUREMENT PLENUM

1. Plenum Seals

The rear wall seal is a diaphragm seal made of rub-

berized fabric. A bond clamp holds the seal, which is im-

bedded in a layer of silicone sealant, to the uptake. A

similar seal holds the diaphragm to the rear wall, except

that a split clamp is used. The rear seal provides uni-

A formity in uptake gas temperature wi'th less than two degrees

Farenheit difference between the uptake mid section and

primary nozzles. The uptake and seal are depicted in Figure

i5.

The forward seal is within the plenum and consists of

a bulkhead with removable aluminum plates that bolt to the

5 mixing stack entrance. A double 0-ring assembly assures

proper sealing of the inlet outer circumference to the

mixing stack.

2. Model Installation and Alignment

The model is supported independently of the seal plates

by an adjustable support. Alignment is accomplished after
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mounting the model on the support and then installing the

centering plates in each end of the mixing stack and in the

open end of the uptake. Adjustment of the support will

allow free movement of the alignment bar through the holes

in the centering plates and therefore ensure proper align- -i-

ment. Figure 25 shows the alignment bar installed in a

typical model.

The straight primary nozzles are then installed and

correct standoff distance is set. The distance from the

nozzle exit plane to the entrance plane of the mixing stack

is measured with a combination square, noting that the termi-

nation of the entrance radius = 0.5 inches. Normally less

than 0.125 inches of adjustment is required to achieve a 0.5

standoff distance.

Eick [Ref. 10] observed a measurable longitudinal

expansion and consequently the standoff distance was increased

from 3.5610 inches to 3.6875 inches.

D. DATA ACQUISITION

To capitalize on technology a computer aided data acquisi-

tion system was utilized, replacing the manometers and LED

thermocouple displays used previously. Original plans were

to utilize a DEC computer and utilizing an interface card

and software package, control HPIB compatible equipment.

This procedure proved futile. Appendix A gives specific

technicalities regarding the failed attempt.
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A Hewlett-Packard computer replaced the DEC machine.

The HP-85 was used to control a HP3497A scanner which was

employed to acquire pressure and temperature data and trans-

mit it back to the computer for processing and storage. \

schematic of the data acquisition system is shown in Figure

8. The data acquisition program is listed in Appendix E.

Data reduction was accomplishea on site after converting

an existing program used by previous researchers from Fortran

IV to HP Basic. Tabular output was also generated on site

using a DEC LS34 plotter/printer via an RS 232 interface.

Detailed listings of equipment utilized and respective HP

device codes are listed in Table II.

1. HP3497A Scanner

The HP3497A Scanner is a portable self contained data

acquisition unit. The unit can either be remotely controlled

by a computer or locally controlled via the front panel. The

unit has the capability of acquiring data on 100 analogue,

80 digital, or 80 actuator channels. Physically located in

the rear of the unit are five slots which, depending on the

connection card utilized, determine the number of channels

per slot available to the user. Table V depicts slot and

channel assignment data.

The scanner was used to acquire all thermocouple and

pressure data. Pressure data was acquired via a Scanivalve.

The scanner, via software, also controlled the stepping, data

transmission, and channel identification of the Scanivalve.
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2. Pressure Measurement

Pressures were measured using a Scanivalve that allows

sequential scanning or measurement of up to 48 pressure ports.

Power supply to the pressure transducer is derived from a

SV DC power supply and the stepper motor is powered by a

24V DC supply. Transducer calibration was performed by

simultaneously placing a pressure on a water manometer and

the Scanivalve transducer and correlating the two readings.

The correlation between transducer voltage and manometer

reading is presentea in Table ILL and Figure 37. A linear

curve fit resulted in the following relation:

P[IN.HaO I.S631 ISI8.'.YV (eqn 4.2)

where V is the pressure transducer voltage. Calibration was

assured and checked at various intervals by manuallv ccnnect-

ing the water manometer to the entrance nozzle and correlating

the pressure drop reading of the manometer with that of tile

pressure transducer.

3. Temperature Measurement

Two types of thermocouples were utilized. Combustion,

uptake, and mixing stack wall temperatures were monitored by

Type K thermocouples. Type T thermocouples were utilized to

monitor inlet and ambient air, fuel, shroud, and diffuser

ring temperatures. Reference 17 details specifications and

reference voltages for the thermocouple types utilized.
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Thermocouple voltage readings were reduced to actual

temperature readings using National Bureau of Standards poly-

nomial reduction coefficients. To effectively utilize computer

memory a nested polynomial was used. The coefficients for

each type of thermocouple are listed in Table IV and a typical

reduction formula is shown below.

T['C] = a . + %( o , +,X( cLL ( (+ ) }  (14" ORDER) (eqn 4.3)

An eighth order polynomial was utilized to reduce Type K data

and a seventh order polynomial for Type T data.

E. MODELS UTILIZED

Two eductor models were tested. Verification runs of the

data acquisition system were conducted using Staples' Model A

Modified [Ref. 12] as the pumping characteristics of this

model was known, hence providing a validity check for the

computer system. Characteristic model dimensions are shown

in Figure 6. The nominal diameter of the mixing stack is

7.122 inches, is the same dimension used in previous research,

and is 0.6087 scale of the cold flow models. The second

model was similar to the first except that the diffuser ring

geometry was altered to reduce local hot spots identified by

previous research. Figure 6 depicts nominal dimensions.

Table VI shows a comparison between the characteristics of'

the two models.
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The primary nozzle plate, common to both eductors con-

sists of four angled and tilted nozzles. Nozzle tilt is

15 degrees from vertical and rotated inward 20 degrees from

the tangential direction. Figure 32 details nozzle geometry

and Figure 29 depicts a typical model installation.

Model A Mod is discussed in reference 12 and detaile

dimensions are shown in Figure 3. Figure 4 depicts the dimen-

sions of the reconfigured model. The major modification was

to the ring assembly. Although six rings were employed, as

with Staples' model, the characteristics of each specific

ring were altered to, as mentioned earlier, reduce local hot

spots. Figure 34 details individual ring specifications.

Thermocouples were installed along the length of the shroud

to serve as a comparison to readings obtained from a hand

held Omega Engineering 871 Digital thermocouple.
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V. EXPERIMENTAL RESULTS

A. MODEL A MODIFIED RESULTS

Figures 38 and 39, supported by Tables IX and X, depict

the pumping performance of Staples' Model A Modified as

collected by the HP 85 data acquisition system. These two

temperatures bracket those tested by Staples and correspond-

ingly, also bracket the pumping coefficient data collected

by Staples. Based on these results the validity of the data

acquisition system was confirmed and modification to the

diffuser rings begun.

B. MODEL B RESULTS

1. Pumping Ability and Mach Number

Figures 40 through 50 and Tables XI through XXIX

represent the data, both raw and processed, obtained with

this model. Figure 52 represents a summary of pumping coef-

ficient verses Mach number at the two uptake temperatures

studied.

It should be noted that two data tables are presented

for each Mach number. The research showed that the pressure

drop across the entrance nozzles (DELPN) varied significantly

during the runs. This can be found by examining the first

table for each Mach number. This is due to the method of

data acquisition. The scanivalve allows a one time look at

a specific channel, hence not allowing for transients inherent
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to this type of test facility. In an effort to reduce the

data scatter the pressure readings were averaged over the

eleven pumping characteristic runs. The second table at

each Mach number represents this data. The value of the

pumping coefficient was found not to vary with the method

of data reduction and therefore only the actual data taken

is graphically represented.

At an uptake temperature of 175 0 a slight increase

in pumping coefficient occurs with decreasing Mach number.

This relation is extremely vivid at the higher uptake temper-

0ature of 950 F. A 15% rise in pumping coefficient was re-

alized between M=.06 and M=.024. Closer examination of the

data reveals the same relative increase in secondary to

primary mass flow rates, accounting for this increase.

At M=.06 the pumping coefficient is greater than

that reported by Staples for Model A Mlod with no crossflow-

[Ref. 121.

2. Exit Plane Temperature Profile

Graphical representation of this data is presented

in Figures 53 through 57. 'fable XXXI contains the tabula-ted

data.

The data collected at a Mach number of .06 is lower

than that collected by Staples, as was expected due to the

increase in pumping coefficient. A maximum exit piano temper-
570

ature of S9F was noticed whereas Staples noticed a maximum

of 586 0F
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No significant degradation or increase was noticed

as the Mach was varied. A slight increase in the profile was

noticed at the outer edges of the exit plane, resulting in a

slight increase in outer diffuser ring temperature. Good

symmetry was noticed in the data at all Mach numbers tested.

3. Mixing Stack Temperatures

Table XXXII contains the data presented graphically

in Figures 58 through 62 regarding mixing stack temperatures.

Originally twelve Type K thermocouples were used to

determine the film cooling effectiveness of the slotted mixing

stack. Figure 3 depicts the location of these thermocouples.

One thermocouple, number 7, ceased to operate during cold

flow testing and due to testing requ rements was not replaced.

At M=.06 the maximum wall temperature noted is 3460 F

which is lower than that reported by Staples (3570 F) but

higher than that reported by Kavalis (320 0 F). Kavalis [Ref.

111 reported that the flow interior to the mixing stack was

not uniform due to the nozzle induced swirl. This is again

discussed by Staples [Ref. 121 and also supported in this

research. Relatively large temperature differentials exist

between adjacent thermocouples as a result of this non-

uniformity.

Regarding Mach number, a slight temperature variance

was noticed as the Mach number changed, especially at M=.024.

This variance was not significant, however.
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4. External temperatures

Figures 63 through 67 and Table XXXIII depict the

data collected externally to the model. External measurement

locations are presented in Figure 33. Type T thermocouples

were utilized to monitor diffuser ring temperatures as well

as selected locations along the shroud.

Staples [Ref. 12] reported a transient nature to the

data obtained using the portable Type K Omega Thermocouple

probe. This phenomenon was not noticed during this research

and excellent correlation (± 0.1°F) between this portable

thermocouple and those permanently installed was achieved.

Consequently, the probe data at installed thermocouple loca-

tions is not presented. The probe was essential in examining

locations exterior to the shroud and diffuser rings not

covered by installed thermocouples. Fifty to sixty locations

were checked during each run, looking for "hot spots," espe-

cially in the vicinity of the mixing stack termination. No

temperatures greater than those listed in Table XXXIII were

located.

Diffuser ring temperatures at M=.06 are significantly

lower than those reported by Staples [Ref. 12]. Although

ring temperatures increase slightly with decreasing Mach

number, they remain lower than those reported by Staples.

The increase in pumping ability accounts for this fact.

A temperature "spike" at X/D = 1.068 was reported

by Staples. This location is at the termination of the mixing
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stack. Ring was extended from LID .1 to L/D = .3 to shroud

this location. Omega probe readings at this location showed

significant temperature reduction at all Mach numbers.

Temperatures along the shroud also were lower than

those reported earlier, except at X/D = .125, where they were

higher.

Mach number has slight effect on these temperatures,

however, the maximum external temperature remained lower than

that reported by Staples.

5. Mixing Stack Pressures

Figures 68 through 72 and Table XXXIV contain the

mixing stack pressure data.

All mixing stack pressures were effected by Mach

number variance, increasing with decreasing Mach number.

This would account for the increase in wall temperatures

noticed.
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VI. CONCLUSIONS

The implementation of a computer aided data acquisition

system and the study of Mach number effects on exhaust gas

stack eductors have been the salient features of this research.

Based on the data collected the following conclusions are

postulated:

1) The data acquisition system significantly enhances

data collection and reduction, however, certain precautions

need to be taken to prevent data scatter.

2) The shroud and diffuser design studied is more effec-

tive and efficient than previous designs.

3) Mach number decreases improve overall eductor

performance.

4) No increase in external temperature occurs with

decreased Mach number.

5) Exit plane temperature profile is not significantly

affected by Mach number.
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r VI I. RECOMMENDATIONS

Prior to testing future models or designs for fleet use

the following is recommended:

1) Modify the fuel system to allow greater control at

higher Mach numbers. This should include replacement of

the high pressure pump and motor and replacement or overhaul

of the fuel control valve. A variable speed pump and motor

combination is recommended to facilitate more accurate fuel

pressure control and avoid the decrease in pump efficiency

from heating.

2) Install a flow metering device in the fuel supply

system to assist in data acquisition.

3) Monitor entrance nozzle pressure drop at 4 or 5

scanivalve channels via a manifold arrangement to decrease

data scatter at low flow rates.

4) Replace the inlet air valve with a motor controlled

valve similar to the cooling air bypass and burner air vilves

to allow positive control of the inlet air at the control

station. Control is essential at low flow rates due to the

increase in burner temperatures.

5) Modify the fuel fill system to enhance refueling and

avoid spillage.

6) Install an additional LED display to allow simulta-

neous monitoring of burner and uptake temperatures.

45

[. -.- --. ...
".. ....:..v ......... ..... ........-.v..v .................... ... ............. .. . . ........ -..........:...



I -

4- -

I I q

7 I 4.

I IC,,

I 0°

4,-

.............................



I< I

I 0 1 ro 4

ij 0 0

-~~U - r-_ _

*r w

I I)

< L)

I cc



*0 w
coI)~ NJ LL

Ij cru
T) ji ( I cc i + ar

fi i IO
it'' u C)

I4--

(.Lui LC)+

- .L. 4~ 6 * L*L..

WI 14

IN N Nq

r) N ccoNI

.C'D U

48S



T--S

lz-4

_ _ _ _ _ _ _ _ _

O6~ 144

10

49-



_ 'A

A
p. z

A\.

-~

p.-

'0

~ ('J
.9

I-, C.'

0
'0

0~ AJ
~'- - N
N -.
F,

Cd

- :.fl - -

Cd

I',.

UJ

50

......................................
. . . . ................................................................................... . .
- 4 'S* * *- A- t A



I rI

I 'i

... ...



ra -

NNl

.44

0. 04
CA



r

CT. Z

zU

0t

u)C

4-

* E

LL u

S3



I.. Z

a. L 3L

~~4L- E -%rJ

cr-z

_- 73-'r

L~IT I

Q; f I0

CD0

-4



IZI

4.A

41 wL

Lh4J

a..
4to

'4. 0U L

416

0 c 4h - I I-I
U. %A A4zi

550



o (n

4-)4
Qo

-

ca

Q)> 0

0 z z

-4 C-. U

0 0 O0 Un

,56 °

56 -

t* *..*.. * *..-%.



1 0

a4 I k

I Il



*i >

0 -4

E-4 o4 4

r>

00

1.4

E4-

0 58

- -*-. *t.Aat. ..z



j ~ ~BURNER j-
NOZZLEI

PRESSURE -

MANUAL

I ~ VALVE

BURNER AIR
VALVE

Figure 14. Combustor Air Piping.

59



Iu I

I I 0



I u
Ix I

I w
I >..<'~E



I

ph.

I I
I I

* I I
I 1
I I

I I
I I
f I

'a- I I
I I

I It* I *1

I I

I I
I I
I ~ I
I ~ ",~'\ 1

I ~. I
I I

*1

a I

I I
I I
I I
I I
I I
I I
I I

_________-- --- I
__________ I

Figure 17. Air Compressor Suction Vilve.

I

62

p

. . . . . .

......................................-~.-.---------.---~---.-~-----.---.-.



I 0

0I >

0 0 to
0I ad

I U

$ci
a4~
>4 -3go~

" I viI jft.q

I I 4

I I
Ir

.9

...................................................... 63



1 0

En a

UlU

I 1 4

I 64



Tib s



Figure 2L Fuel Service Tank

66



P4-

I.a.

u U)

67



)TO BURNER TO FUEL FO

COTO FUEL

VAV COTO

VALV

IHP PUMP
MAN"UAL

DICAG HPFE
IVALVE PUMP

- -- -----
Fiur 2I .P ulPpn n avs



s AL

E T
PI ES

SIPA II

ITOO

ADJSTBL
I IIN
I IN

Figure 24. Mlodel Iastallation.

69



w 04
U ot

I '

E-4

~7 n



Figure 26. Mlodel1 B

71



Figure 27. Model B Entrance
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Figure 28. Model B Exit
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Table I

Rotameter Calibration Data

Rotameter Container Wt. (ib) Elapsed Flow

Rdg Empt Full Net Time (sec) Rate (!bm/sec)

8 1.68 1.76 0.08 120 .000667

10 1.69 1.85 0.16 120 .00133

15 1.68 1.99 0.31 120 .00258

20 1.69 2.20 0.51 120 .00418

25 1.68 2.45 0.77 120 .00642

30 1.69 2.73 1.04 120 .00867

35 1.71 3.08 1.37 120 .01142

40 1.70 3. 32 1.62 120 .01350

35 1.71 3.08 1.37 120 .01142

30 1.69 2 .77 1.08 120 .00900

25 1.68 2.47 0.79 120 .00658

20 1.71 2 .21 0.50 120 00417

15 1.68 1.99 0.31 120 .00258

10 1.71 1.87 0.61 120 .00133

5 1.69 1.77 0.08 120 .00667
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Table II

Data Acquisition System Device Codes

DEVICE HP IB CODE

HP 85 COMPUTER 0

HP 3497A SCANNER 9

HP 92190A DISK DRIVE D700/D701

HP 7470A PLOTTER S

DEC LS34 PRINTER 10
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.j Table III

Scanivalve Calibration Data

DVM READING (volts) MANOMETER READINGS (in H20) .

.000523 9.55

.000384 7.40

.000097 3.05

- 000103 0.0

- .000037 1.0

.000286 5.9

.000497 9.1

- .000733 -9.6

- .000562 -7.0

- .000675 -8.7

- .000483 -5.75

- .000217 -1.7

- .000183 -1.2

- .000164 -0.9

- .000209 -i.55

- .000712 -9. 25

.000128 3.4

- .000063 0.6

- .000035 1.05

- .000025 1.2

.000004 1.6

-.000007 1.45

-.000003 i.55

.000454 8.45
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j Table 1IV

Thermocouple Po lynomial Coefficients

TYPE K TYPE T

a 0  0.226584602 0.100860910

a 1  24152.10900 25727.943b9

a 2  67233.4248 -767345.9295

a32210340.682 78025595.81

a4 -860963914.9 -9247486589

a,, 4.83506 ElO 6.97688 Ell

a 6  -1.18452 E12 -2.66192 El3

a7 1.3869 E13 3.90478 E14

a8 -6.33708 E13
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Table V

HP 3497A Slot and Channel Assignments

SLOT I (Type T Thermocouples)

Channel Assignment

0 Fuel Supply
1 Ambient
2 Inlet Air
3 Diffuser Ring 2
4 Diffuser Ring 3
5 Shroud (X/D = .625)
6 Diffuser Ring 6
7 Shroud (X/D = .750)
8 Diffuser Ring 6A
9 Diffuser Ring 6B

10 Diffuser Ring 1
11 Shroud (X/D = 1.068)
12 Shroud (X/D = .125)
13 Shroud (X/D = .375)
14 Diffuser Ring 4

SLOT 2 (Pressures)

Channel Assignment

20 Atmospheric
21 Eductor Tap A
22 Eductor Tap E
23 Eductor Tap B
24 Eductor Tap F
25 Eductor Tap C
26 Uptake
27 Plenum (front)
28 Plenum (rear)
29 Eductor Tap D
30 Eductor Tap H
31 Eductor Tap G
32 Inlet
33 Entrance Nozzle Outlet
34 Entrance Nozzle Inlet
35 U Tube (near isolation valve)
36 U Tube (near burner)
37 Pitot (6.85" from primary nozzles)
38 Atmospheric
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SLOT 3 (Type K Thermocouples)

Channel Assignment

40 Exit Plane
41 Uptake
42 Burner
43 Nozzle Box at Second Burner
44 Plenum
45 Mixing Stack #10
46 Mixing Stack #2
47 Mixing Stack #11
48 Mixing Stack #4
49 Mixing Stack #9
50 Mixing Stack #5
51 Mixing Stack #3
52 Mixing Stack #6
53 Mixing Stack #1
54 Mixing Stack #7
55 Mixing Stack #8
56 Mixing Stack #12

123
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Table VI

Model Design Characteristic Comparison

Model A Mod Model B

Mixing Stack Assembly L/D 1.5 1.5

Mixing Stack
Inside Diameter 7.122 7.122
L/D 1.0 1.0
Rows of Cooling Slots 4 4

Shroud Start Position (X/D) .15 .15

Diffuser
Number of Rings 6 6
Ring Length (L/D) .101 .3-.101
Half Angle 10 10

Standoff Distance (S/D) 0.5 0.5

Primary Nozzles
Number 4 4
Type Tilted-Angled Tilted-Angled

(15/20) (1S/ZO)

Am/Ap  2.5 2.5

1.24
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Table VII

Air Mass Flow Calibration Data

PNH+B APN (PNH+B).APN 0.5 ma
(in. Hg) (in. H2 0) TNHR (bm/sec)

31.15 2.0 0.319 0.554

31.15 2.0 0.316 0.555

31.15 2.0 0.319 0.591

32.85 4.0 0.459 0.833

32.65 4.0 0.462 0.838

33.85 4.0 0.435 0.852

34.75 6.0 0.582 1.026

3505 6.0 0.579 1.051

38.65 6.0 0.606 1.126

38.55 8.0 0.706 1.295

39.15 8.0 0.705 1.300

47.65 8.0 0.774 1.477

51.55 8.5 0.827 1.595

47.95 10.0 0.875 1.634

48.75 10.0 0. 877 1.643
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Table VIII

Air Mass Flow vs Pressure Product Data

ma

(lbm/sec) Pressure Product

0. 554 0.319

0. 555 0.316

0.591 0.319

0.833 0.459

0.838 0.462

0.852 0.435

1.026 0.582

1.051 0.579

1.126 0.606

1.295 0.706

1.300 0.705

1.477 0.774

1.595 0.827

1.634 0.875

1.643 0.877
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Table XXX

Pumping Coefficient vs Mach Number Data

Mach Number Pumping Coefficient

TUPT = 175

.06 .51

.058 .52

.048 .52

.036 .48

.027 .61

TUPT = 950

.06 .60

053 .64

.047 .67

.036 .68

032 70

.029 .68

.024 .69
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Table XXXI

Exit Plane Temperature Profile (OF)

Radial Position(in) M=.06 M=.053 M=.047 M=.036 M=.024

-4.25 92 85 79 84 86
-4.0 205 190 186 190 229
-3.75 2S 263 260 266 310
-3. 5 342 332 337 339 395
-3. 25 370 380 384 386 126
-3. 0 434 420 417 422 458
-2.75 445 440 437 440 472
-2.5 4b4 458 452 460 490
-2 .25 484 J - 470 473 49-
-2.0 493 193 486 492 511
-1.75 512 5,j- 498 510 518
-1.5 525 321 516 520 530
-1.25 540 56 533 542 546
-1.0 550 547 544 543 553
-. 75 562 558 55I 553 S2
_.5 575 567 566 560 571
-. 25 579 573 571 50 578
0 574 570 573 575 578
0 575 571 573 574 578
.25 577 572 572 570 578

5 573 568 566 561 5o9
.75 560 557 553 554 Sbl

1.0 550 549 543 544 554
1.25 538 535 531 540 547
I5 523 520 515 519 531
1.75 509 500 497 511 517
2.0 490 492 487 493 509
2.25 487 476 471 472 498
2.5 463 459 451 461 489
2 .75 447 442 435 439 471
3.0 430 419 415 421 454
3.25 370 381 382 387 425
3. 5 337 333 336 337 394
3.75 270 264 259 265 309
4.0 200 191 185 191 230
4 .25 92 85 79 84 86
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Table XXXII

Mixing Stack Type K Thermocouple Data (OF)

TUPT =950

Thermocouple # M=.06 M=.053 M=.047 M=.036 N,=.024

1288 286 277 273 283

2 145 147 145 150 190

3 251 247 243 243 287

4 302 295 292 288 310

5 127 126 124 126 125

6 346 342 335 334 341

8272 304 346 346 345

9 307 305 304 307 308

10 135 138 137 142 180

11 196 194 186 188 189

12 62 62 62 64 64

I50



Table XXXIII

Shroud and Diffuser Ring External Temperatures (OF)

TUPT = 950

Location M=.06 M=.053 M=.047 M=.036 M=.024

Diffuser Ring 1 72.70 72.44 71.64 75.83 80.26

2 72.48 72.17 71.24 74.69 78.51

3 83.62 83. 36 83. 25 85.98 90.79
4 79.99 79.65 79.29 82.75 87.15

6 70.09 69.03 69.74 71.82 73.76

6A 69.52 68.49 68.63 71.24 73.02

6B 69.47 69.21 68.68 71.21 74.02

Shroud (X/D)

1.068 143.78 144.68 144.76 151.68 159.57

1.068 89.2 89.7 88.6 89.8 90.3

.750 84.93 84.93 84.63 89.49 97.91

.688 80. 3 80.5 80.4 85.4 93 .2

.625 74 .55 74 .51 73.98 78. 11 87.49

563 83. 2 84.5 83.1 88. 3 97.6

.438 87.4 88.7 87.3 92.5 102.6

.375 94.21 95.15 94.68 99.92 109.19

.313 88.2 90.3 89.6 94.3 103.6

.188 93.4 95.6 94.2 100.3 108.8

.125 100.44 102.07 101.77 107.49 116.97

.063 96.8 98.2 97.2 103.4 110.7
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Table XXXIV

Mixing Stack Pressures

(in H0 ref. to atmospheric)

Pressure Tap M=.06 M=.053 M=.047 M=.036 M=.024

A -2.535 -2.171 -2.125 -1.958 -1.852

B -2.551 -2.459 -2.292 -2.109 -1.897

C -3.813 -3.128 -2.778 -2.399 -2.049

D -2.399 -2.095 -2.004 -1.882 -1.806

E -2.551 -2.141 -2.111 -1.944 -1.852

F -3.703 -3.036 -2.732 -2.368 -2.065

G -2.732 -2.322 -2.262 -2.049 -1.897

H -2.475 -2.095 -2 .095 -1.944 -1.837
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APPENDIX A

DEC COMPUTER UTILIZATION

Walsh [Ref. 14] discussed the inability to utilize equip-

ment given to the Mechanical Engineering Department as part

of a research grant. Four VT103 computers and four DECWRITER

IV line printers were received. Walsh was unable to utilize

the computer to "talk" over in IEEE-488 Standard data bus

despite repeated software efforts. Consequently the bus

control card, called the IBVII A, was determined to be faulty

and returned to DEC for repair.

This research attempted to utilize this equipment follow-

ing repair of the card. References 15 and 16 detail specific ..

guidelines for the user to follow in creating the bus handling

routines necessary to communicate over the IEEE-488 bus.

These instructions were followed explicitly. Upon running

a DEC system test an error message was noted that stated

that the IBV11A was not physically present in the computer.

Utilizing an Octal Debugging Technique (ODT) peculiar

to DEC computers the control status register of the IBVlIA

was queried to determine card location. It was possible te

read from and write to this location and therefore the card

was assumed valid.

Another attempt to rebuild the bus handling routine

proved futile, with the same error message appearing. The
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RT-ll Team, a reference group employed by DEC, was contacted

and the problem discussed. The team stated that the IBVIIA

was one of DEC's more obscure products and in-house know.ledge

limited. No solutions other than those already attempted

were suggested. Contact was made with the sales representa-

tive who sold the board to the Mechanical Engineering Department

to no avail.

It is suspected that the inability of the card to operate

properly is software related. In order to exactly determine

this, the bus handling routines need examination using ODT

to determine the exact flow of data between registers. This

is a time consuming process and was not attempted.
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APPENDIX B

GAS GENERATOR OPERATION

I. PRIMARY AIR COMPRESSOR OPERATION

Primary air flow is supplied by a Carrier three stage

centrifugal air compressor located in Building 230. A

Western Gear Model 95HSA speed increasing gearbox connects

the compressor to a 300 horsepower General Electric induc-

tion motor. Figure 1o depicts the air compressor. Cooling

water is shared with a Sullivan compressor also located in

Building 230.

Cooling water cools the system lube oil in a closed loop

oil to fresh water heat exchanger. Lube oil is supplied by

either an electric auxiliary lube oil pump or an attached

lube oil pump, both of which use a common external pump.

The compressor lube oil system should be started approxi-

mately one hour prior to compressor light off. This allows

adequate pre-lubrication, warms the oil slightly, and

decreases starting loads. This is critical as the compressor

operates near breaker capacity during start up. Should the

substation breaker trip the Public Works Trouble Desk should

be notified in order that base electricians can reset the

breaker.

At times it is required to operate the compressor daily.

The auxiliary lube oil pump may be left running overnight to

facilitate timely startup of the compressor.
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S

About one hour after start up the compressor reaches

steady-state operation and provides inlet air at 170- 1 90°F.

It is recommended that the inlet air temperature be stabil-

ized prior to gas generator lightoff to ensure stable opera-

tion during individual data runs and decrease the number

of control adjustments necessary at each system operation

point. The following sequence is recommended:

A) Verify that the lube oil level in the external sump is

within four inches within the top of the sight glass.

B) Start the auxiliary lube oil pump by placing the "hand-

off-automatic" switch in the "hand" position. Check

for system leaks and verify lube oil pressure of about

30 psig.

C) Wait until compressor bearing temperature reaches about

70 F.

D) Line up the gas generator for operation.

1) Open the two pressure isolation valves (Fig. 13).

2) Ensure that the main air supply butterfly valve is

closed.

3) Open the inlet air bypass globe valve two to three

turns (Fig. 13).

4) Open the manually operated 4 inch butterfly isolation

valve (Fig. 14).

5) Energize the main control panel (Fig. 11) and fully

open the electrically operated burner air and bypa,,s

air valves.
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6) Ensure that the gas generator exhaust area is clear.

E) Start the air compressor cooling system:

1) Ensure that the water level in the cooling tower is

level with that of the inlet line.

2) Vent the cooling water pump casing using the petcock

on the suction side of the pump.

3) Close valve "A" to the Sullivan ccmpressor and open

valve "B" to the Carrier compressor.

4) Start the cooling water pump and fan which are inter-

locked and must be started in that order.

5) Verify proper water circulation by visually inspecting

the drip lattice.

F) Open the air compressor air cooling bank drain valve

(Fig. 18).

G) Fully close the compressor air suction valve (indicator

vertical) (Fig. 17).

WARNING WARNING WARNING WARNING 1ARNING WARNi?,G

Hazardous noise is produced when the compressor is running;

all personnel in the vicinity should wear adequate aural

protection.

H) Start the air compressor noticing the automatic two stage

starter circuit.

I) After the compressor is fully up to speed secure the auxi-

liary lube oil pump by placing the switch in the "auto-

matic" position. Verify lube oil pressure of 24-30 psig.

The auxiliary pump will automatically start should pressure

drop to 12 psig.
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J) Slowly open the suction valve until the indicator is

horizontal. Air is now being supplied to the gas gener-

ator. Bypass air for other experiments is exhausted to

the atmosphere at the rear of building 230. If required

this flow can be secured by closing the isolation valve

located inside the addition to the back of building 230.

K) Periodically check compressor operation to ensure the

following operating points:

Attached lube oil pressure 24-30 psig

Lube oil cooler outlet temp 100-I05°F
(135°F Max)

Compressor bearing temp 140-160°F
(180 0 F Max)

Speed increaser oil temp 120-130°F

II. GAS GENERATOR LIGHT OFF

Approximately one and one half hours after starting the

air compressor the gas generator may be lighted off.

A) Fifteen minutes prior to ignition line up the fuel system

as follows:

1) Open the fuel tank suction (Fig. 21) and bulkhead

isolation (Fig. 22) valves.

2) Close the solenoid operated fuel cutoff valve and

close the HP fuel pump manual discharge valve.

3) Open the nozzle box drain valve.

4) Open the fuel control valve (Fig. 23) and if this is

the first time the system is being utilized, open the
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needle trimmer valve (Fig. 22). If the trimmer valve

is not known to be set properly adjust it following

the next few steps.

5) Start the fuel supply pump and observe fuel pressure

of 14-16 psig.

6) Start the HP fuel pump. With the manual control and

needle trimmer valves open system pressure will be

about 25-30 psig. With the needle valve properly set

the pressure will be 80-90 psig.

7) To set the trimmer valve, open it fully and close the

manual control valve. Close the trimmer valve until

the HP pump discharge pressure is 350 psig. This sets

the trimmer valve and permits operator control of the

HP pump discharge pressure over a range of 80-350 psig.

8) To facilitate combustion and ensure a clean light off

set the HP pump discharge pressure at 200 psig and

allow the fuel to recirculate for 10-15 minutes.

B) The gas generator may be lighted when the inlet air tem-

perature reaches 170 F.

1) Adjust the inlet air bypass valve to achieve a pres-

sure of 54 inches of H2 0 at the upstream side of the

inlet reducing section (PNH).

2) Open fully the burner air valve. Adjust the cooling

air valve until the pressure drop across the U tube

is approximately 1.6 inches H20. It may be necessary

to reduce PNH slightly to achieve this pressure. This
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results in pressure drop across the inlet reducing

section (DELPH) of about 12 inches H.2O.

3) Open the manual discharge valve.

4) Utilizing the existing LED displays monitor TBURN

and TUPT.

5) Clear the gas generator exhaust area.

6) Set the HP fuel pump discharge pressure at 150 psig.

7) Depress and hold down the spring loaded ignitor

switch for 10 seconds.

8) Continue to hold down the ignitor switch and open the

solenoid operated emergency fuel cutoff valve. Within

6-12 seconds ignition should be observed. If the gas

generator fails to ignite close the emergency cutoff

valve and release the ignitor. The system should not

be restarted until no raw fuel is being expelled from

the primary nozzles. Fuel will collect at the base

of the secondary plenum below the primary nozzles

and should be wiped up prior to restarting the igni-

ticn sequence.

9) Release the ignitor switch when ignition is observed.

10) As the burner temperature approaches 1100 0 reduce

the fuel pressure to approximately 70-75 psig wiich

stabilizes burner temperature between I050 and 11S0oF.

DO NOT ALLOW TBURN TO EXCEED 1500°F OR FALL BELOt% 1000 0 F

Stable operation at a desired burner temperature can be achieved

by closing the cooling air valve 50 percent.
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Should TBURN fall below 1000 0 F white smoke will appear at

the exhaust. Combustion ceases at 800 0 F. Should this happen

IMMEDIATELY secure the solenoid operated emergency cutoff

valve. The ignition sequence should then be restarted.

The above sequence leads to stable operation with and up-

take temperature of 400-500 F and an uptake Mach number of

about 0.07.

DO NOT ALLOW TUPT TO EXCEED 1200 F

11) Close the nozzle box drain valve prior to adjusting

the uptake Mach number.

III. FEMPERATURE/MACH NUMBER CONTROL

Control is obtained by sequentially adjusting the uptake

temperature (TUPT), inlet air pressure (PNH), and bypass cooling

air flow. This process is frustrating at first and requires

considerable expertise to master efficiently.

The effect of the bypass cooling air valve depends on the

initial position of the valve. If the valve is more than 50

percent open, further opening of the valve increases TBURN,

however, the increase in the amount of cooling air negates

this and lowers TUPT. When the valve is initially less than

50 percent and especially when it is less than 25 percent open,

opening of the valve will raise the uptake temperature despite

an increase in cooling air flow. Considering these effects

the following adjustment process is recommended:
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A) Obtain the desired uptake temperature using the fuel con-

trol valve ensuring that the burner temperature stays with-

in the 1000-1300° F range.

B) As TBURN approaches either one of these limits, adjust the

bypass cooling air valve or the inlet air valve, depending

on the previous operating condition. Key parameters for

Mach number control are TUPT, PUPT, and DELPN. Safe com-

bustion is ensured by monitoring TBURN.

C) Once stable operation is achieved with the desired uptake

temperature the uptake Mach number (UMACH) should be

verified prior to commencing data acquisition. Use the

following formula:

TUTR rPNH DELPN 1UMACH .1037( / f 77 TNHRJ

+I o ,OT_309 / B + PuPT ( eqn B. 1)
4 RTA-.09 )/B +I~S717 0

where

UMACH = uptake Mach number

TUPTR = uptake temperature, R

= ratio of specific heats for air,

PNH = inlet air pressure (in H 20)

B = barometric pressure (in Hg)

DELPN = entrance nozzle pressure drop, (in HO)

TNHR = inlet air temperature, R

ROTA = rotameter reading

PUTP = uptake pressure, (in HtO)
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SPECIFIC HEAT VALUES FOR AIR

TUPT (OF)
Ia

i75 1.3991
650 1.3741
750 1.3677
850 i. 361d
950 1.3556

D) Obtain the desired uptake Mach number of adjusting the up-

take temperature by varying the combination of inlet globe

valve, cooling air valve, and fuel ccntrol valve settings.

E) Once the desired M'ach number and uptake temperature have

been achieved, little control changes are necessary.

During pumping coefficient runs slight control changes

may be required upon closing the secondary plenum

lV. SECURING THE SYSTEM

A) Shut down the gas generator by reducing fuel pressure to

minimum and immediately secure the emergency solenoid

operated fuel cutoff valve.

1) Secure the HP fuel pump.

2) Secure the fuel supply pump.

) Open the cooling air bypass valve.

4) Open the inlet air bypass valve until PHN is approxi-

mately 62 in 12 0.

5) Continue to operate at this point until the uptako

temperature falls to approximately the air inlet

temperature.
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6) Close the fuel system bulkhead and tank isolation

valve. Refill the fuel supply reservoir as this

prevents condensation within the reservoir. iater

or sediment can be stripped via the stripping

connection.

B) Once the gas generator has cooled the air compressor may

be secured.

1) Close the suction valve.

2) Stop the electric motor.

3) When the oil pressure falls to 20 psig start the

auxiliary lube oil pump.

4) Allow the lube oil system to operate until bearing

temperatures are below 800 F.

5) Secure the auxiliary lube oil pump.

6) Secure the cooling water tower fan and cooling water

pump.

C) Close the 4 inch butterfly manual isolation valve.

D) Close the inlet bypass globe valve.

E) Open the nozzle box drain valve.

F) Secure the main power panel and secure the data acquisi-

tion system.
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APPENDIX C

UNCERTAINTY ANALYSIS

Kline and McClintock [Ref. Kline] describe methods of un-

certainty analysis which were utilized in the calculation of

pumping coefficient uncertainties. Hill [Ref. Hill] formulated

the basic uncertainty analysis of the hot flow facility.

Staples [Ref. Staples] corrected the analysis for modifications

to the fuel measuring equipment. The second order equation

suggested by Kline and McClintock is applicable in this research
I

and the results are listed here.

UNCERTAINTY IN MEASURED VALUES

Parameter Value Uncertainty

TAMB 541 R ± 1

TUPT 1423 R + 1

B 28.93 in Hg ± 0.004

DELPN 6.00 in H2O t 0.05

PUPT 12.8 in H20 t 0.03

ROTA 29 ± 0.2

PNI 62.0 in H2 0 ± 0.08

TNH 040 R 0.3

PPLN 5.3 in H 20 ± 0.02

UNCERTAINTY IN CALCULATED VALUES

P*/T* + 1.86

W*T**.44 - 1.39
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APPENDIX D

DATA ACQUISITION PROGRAM

5 REM

10 REM FILE NAME RIGACQT

15 REM WRITTEN BY LT. R. W. WHITE

20 REM NPGS, JANUARY, 1984

25 REM

30 REM PROGRAM DESCRIPTION:

35 REM THIS PROGRAM ALLOWS SEQUENTIAL SCANNING OF A SCAN!-

VALVE BETWEEN PORTS

40 REM SPECIFIED BY THE USER

45 REM TEMPERATURE DATA ACQUISITION IS ALSO PROVIDED.

50 REM THE SCANIVALVE AND THE THERMOCOUPLES ARE ACCESSED

VIA AN HP 3497 SCANNER.

55 REM

60 REM

65 REM VARIABLES UTILIZED

70 REM L LOW PORT

75 REM H HIGH PORT

80 REM

85 REM

90 REM

95 REM

100 REM
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105 REM

110 REM

115 DIM X(42),Y(20)

120 DISP "ENTER DATE OF RUN EX 12AUG83"

125 INPUT D$

130 DISP "INPUT RUN NUMBER"

135 INPUT R

140 DISP "DATE OF RUN:",D$,"RUN NUMBER:",R

145 PRINT "DATE OF RUN:",D$

150 PRINT "RUN NUMBER:",R

155 DISP "INPUT BAROMETRIC PRES."

160 INPUT B

165 PRINT "BAR.PRES.:",B,"IN HG"

170 DISP "INPUT ROTAMETER READING"

175 INPUT F

176 DISP "INPUT GAMMA, AIR SPECIFIC HEAT RATIO"

177 INPUT G

180 DISP "INPUT DATA FILE NAME"

185 DISP "FOR PRESS,TYPET,TYPEK"

190 INPUT P$,T$,K$

195 ASSIGN# 1 TO P$

200 ASSIGN# 2 TO T$

205 ASSIGN# 3 TO K$

210 PRINT# 1; D$,R,B

211 PRINT# 1; G

215 PRINT# 2; D$,R,B
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216 PRINT# 2; G

220 PRINT# 3; D$,R,B

221 PRINT# 3; G

225 REM

230 REM LOOP FOR SEC. AIR

235 FOR X=l TO 12

240 REM

245 PRINT# 1; X

250 PRINT# 2; X

255 PRINT# 3; X

260 S=1

265 REM

270 REM GET S/V PRESSURES

275 DISP "READING S/V"

280 REM INPUT L

290 REM INPUT H

296 REM OUTPUT 709; "SC'"

297 REM OUTPUT 709; "AR"

300 FOR 1=1 TO 19

305 OUTPUT 709; "DC4,00"

306 FOR Jl=l TO 40

307 NEXT Jl

310 OUTPUT 709; "D04 ,00"

215 OUTPUT 709; "AI",31

320 ENTER 709; V

325 A=O
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330 OUTPUT 709; "A120"

335 ENTER 709; Z9

340 IF Z9>=4 THEN 350

345 A=l

350 OUTPUT 709; "AI21"

355 ENTER 709; G

360 IF G>=4 THEN 370

365 A=A+2

370 OUTPUT 709; "A122"

375 ENTER 709; H

380 IF H>=4 THEN 390

38S A=A+4

390 OUTPUT 709; "A123"

395 ENTER 709; J

400 IF J>=4 THEN 410

405 A=A+8

410 OUTPUT 709; "A124"

415 ENTER 709; K

420 IF K>=4 THEN 430

425 A=A+10

430 OUTPUT 709; "A125"

435 ENTER 709; L

440 IF L>=4 THEN 450

445 A=A+20

450 OUTPUT 709; "AI26"

455 ENTER 709; N1
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460 IF %1>=4 THEN 470

465 A=A+40

470 DISP "S/V CHNL";A

475 REM S/V LINEAR CALIBRATION

480 Vl=l.5663099129

485 V2=15189.9464291

490 P=VI+V*V2

495 DISP P; "IN H 20"

500 PRIN'I 1; A,V,P

505 NEXT 1

510 OUTPUT 709; "DC4,01"

515 OUTPUT 709; "D04,01"

520 DISP "READING TYPE T"

525 REM TYPE T

530 M=.1008609

535 M1=25727.94369

540 M2=-767345.8295

545 M3=78025595.81

550 M4=-9247486589

555 M5=697688000000

560 M6=-2.66192E13

565 :.17=3.94078E14

570 OUTPUT 709; "SC"

575 OUTPUT 709; "AR"

580 FOR I=0 TO 14

585 OUTPUT 709; "AC", I
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590 ENTER 709; V

595 T=O

600 T=MO+V* (M!+V* (M2*V* (ME+V* (M4+V* (M5+V* (M,6+V*M7))))))

605 REM DEG C TO DEG F

610 T=9/5*T+32

615 PRINT# 2; I,V,T

620 DISP 1: T

rw 625 NEXT I

630 REM TYPE K

635 NO=.226584602

640 N1=24152.109

645 N2=67233.4284

650 N3=2210340.682

655 N4=-860963914.9

660 NS=48335060000

665 N6=-1.18452E12

670 N7=1.3869E13

675 N8=6.33708E13

680 DISP "READING TYPE K"

685 FOR 1=40 TO 55

690 DISP "INPUT 'TYPE K RDG FROMOLD LED"

695 INPUT K

700 DJSP K

705 PRINTN 3; I,K

710 NEXT I

715 DISP "ANOTHER RUN ?
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720 DISP "ENTER 1(YES) OR 2(NO)"

725 INPUT A

730 IF A~l THEN 737

735 GOTO 745

737 OUTPUT 709; "AR"

740 NEXT X

745 ASSIGN# 1 TO*

750 ASSIGN# 2 TO*

755 ASSIGN# 3 TO*

760 END
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